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Environmental Protection Agency § 51.119

The submission must be made with the
plan, but not as part of the plan, and
must include emissions data and infor-
mation related to point and area
source emissions. The emission data
and information should include the
information identified in the Hazard-
ous and Trace Emissions System
(HATREMS) point source coding forms
for all point sources and the area
source coding forms for all sources that
are not point sources, but need not nec-
essarily be in the format of those
forms.

[41 FR 18388, May 3, 1976, as amended at 58
FR 38822, July 20, 1993]

§ 51.118 Stack height provisions.
(a) The plan must provide that the

degree of emission limitation required
of any source for control of any air pol-
lutant must not be affected by so much
of any source’s stack height that ex-
ceeds good engineering practice or by
any other dispersion technique, except
as provided in § 51.118(b). The plan must
provide that before a State submits to
EPA a new or revised emission limita-
tion that is based on a good engineer-
ing practice stack height that exceeds
the height allowed by § 51.100(ii) (1) or
(2), the State must notify the public of
the availabilty of the demonstration
study and must provide opportunity for
a public hearing on it. This section
does not require the plan to restrict, in
any manner, the actual stack height of
any source.

(b) The provisions of § 51.118(a) shall
not apply to (1) stack heights in exist-
ence, or dispersion techniques imple-
mented on or before December 31, 1970,
except where pollutants are being
emitted from such stacks or using such
dispersion techniques by sources, as de-
fined in section 111(a)(3) of the Clean
Air Act, which were constructed, or re-
constructed, or for which major modi-
fications, as defined in
§§ 51.165(a)(1)(v)(A), 51.166(b)(2)(i) and
52.21(b)(2)(i), were carried out after De-
cember 31, 1970; or (2) coal-fired steam
electric generating units subject to the
provisions of section 118 of the Clean
Air Act, which commenced operation
before July 1, 1957, and whose stacks
were construced under a construction
contract awarded before February 8,
1974.

§ 51.119 Intermittent control systems.

(a) The use of an intermittent con-
trol system (ICS) may be taken into
account in establishing an emission
limitation for a pollutant under a
State implementation plan, provided:

(1) The ICS was implemented before
December 31, 1970, according to the cri-
teria specified in § 51.119(b).

(2) The extent to which the ICS is
taken into account is limited to reflect
emission levels and associated ambient
pollutant concentrations that would
result if the ICS was the same as it was
before December 31, 1970, and was oper-
ated as specified by the operating sys-
tem of the ICS before December 31,
1970.

(3) The plan allows the ICS to com-
pensate only for emissions from a
source for which the ICS was imple-
mented before December 31, 1970, and,
in the event the source has been modi-
fied, only to the extent the emissions
correspond to the maximum capacity
of the source before December 31, 1970.
For purposes of this paragraph, a
source for which the ICS was imple-
mented is any particular structure or
equipment the emissions from which
were subject to the ICS operating pro-
cedures.

(4) The plan requires the continued
operation of any constant pollution
control system which was in use before
December 31, 1970, or the equivalent of
that system.

(5) The plan clearly defines the emis-
sion limits affected by the ICS and the
manner in which the ICS is taken into
account in establishing those limits.

(6) The plan contains requirements
for the operation and maintenance of
the qualifying ICS which, together
with the emission limitations and any
other necessary requirements, will as-
sure that the national ambient air
quality standards and any applicable
prevention of significant deterioration
increments will be attained and main-
tained. These requirements shall in-
clude, but not necessarily be limited
to, the following:

(i) Requirements that a source owner
or operator continuously operate and
maintain the components of the ICS
specified at § 51.119(b)(3) (ii)–(iv) in a
manner which assures that the ICS is
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